Henry Burdett, in The Hospital [p. 574, February 12, 1910] There is a sink in the floor for washing utensils, which is too low for practical purposes, and should be removed.
If a swan-neck tap working on a. swivel were put on the cold water supply pipe to the bedpan washer, it could meantime take the place of the sink which is on the floor, and prove sufficient until such time as these fittings require renewal. There is no aired cupboard in this tower for keeping specimens until the doctor's visit. The window breast ought to be cut out. and a proper cupboard inserted with iron doors to the inside, and a ventilating grating to the outside, and, in addition, racks should be supplied for holding the utensils, instead of having them piled one over the other on the window-sill. Up-to-date fireclay baths have been put into, some of the bathrooms, but I would suggest that when other baths require to be renewed an enamelled iron bath, would serve the purpose, and be much less costly. The laundry, which is reached from the semicircular corridor leading to the wards on the north portion of the site, has sufficient machinery to carry on the work, but when I visited there was a very strong smell of ga6 emanating from the gas-irons. This is due to the fact that sufficient air is not being driven in to supply the burners. On looking into the matter, I found that the fan for supplying air to these gas-irons was driven from the laundry engine, which is so irregular in speed owing to the machinery'being taken on 
